To reduce condensation and ensure occupant comfort, the Korean Design Standard for Preventing Condensation in Apartment Buildings was enacted in 2014. However, glazing edges remain vulnerable to condensation. Because this design standard is recent, few window products satisfy the condensation resistance requirement for glazing edges, especially in the coldest region, and there have been limited investigations on improvement measures. This study evaluates and verifies various treatments for improving the glazing edge thermal resistance of double-glazed four-track horizontal sliding windows to reduce condensation risk and satisfy the design standard. Three-dimensional heat transfer simulations are performed for each alternative to obtain the surface temperature and temperature difference ratio (TDR) for the bottom edge of the glazing. The U-factors of the alternatives satisfying the required TDR for the coldest region are simulated, and the effects of increased local thermal resistance in the glazing edge on the U-factor of the window are analyzed. Mock-up tests are performed on the most economical and best-performing alternatives satisfying the coldest region TDR, and the TDRs and U-factors from the simulations and mock-up tests are compared to verify the performance of the most economical alternative. Insulating spacers, frame extensions, and low-emissivity coatings are effective in various cases.
Introduction
Windows in apartment buildings have relatively low thermal resistance compared to opaque, insulated building components; thus, condensation easily occurs on their indoor surfaces. For condensation on the indoor surfaces of large windows, there are many adverse effects that can induce secondary damage to floor covering materials (e.g., the generation of mildew) [1] [2] [3] [4] [5] [6] [7] [8] . To resolve frequent condensation problems in winter, the Korean government enacted the Design Standard for Preventing Condensation in Apartment Buildings [9] , which came into effect in May 2014. In this standard, the average of the lowest daily outdoor air temperatures in January is used to divide the country into regions with the following design outdoor air temperatures: I: −20 • C; II: −15 • C; and III: −10 • C. Furthermore, the allowed maximum temperature difference ratios (TDRs) are set for external windows by region and component (e.g., glazing center, glazing edge and frame).
Multistory apartment buildings account for more than 58% of all residential buildings in Korea [6] , with most having additional windows on the outdoor side of the balcony to create an unheated indoor space. In many cases, the balcony, which can act as a thermal buffer zone between outdoor and heated indoor spaces, is eliminated to increase the effective floor area indoors (as allowed by law; Figure 1) ; thus, condensation often occurs on the indoor faces of windows during winter. When there is no balcony, double-glazed four-track horizontal sliding windows are mainly used ( Figure 2 ). The trend of using slim frames to maximize the view has increased recently. Thus, the frame area is reduced at the window elevation, which further lowers the thermal resistance of the glazing edge vulnerable to condensation. Because the design standard was implemented relatively recently, few window products currently satisfy the required TDR for the glazing edge, especially in Region I, which has the lowest design outdoor air temperature (−20 • C). Furthermore, there have been insufficient analyses on improvement plans. Thus, the market is experiencing difficulties [10] . apartment buildings and evaluates and verifies various thermal resistance improvement methods for glazing edges to reduce the condensation risk and effectively satisfy the design standard. First, the double-glazed four-track window components vulnerable to condensation and each improvement measure are reviewed; then, alternative window configurations are selected. Using the Physibel TRISCO v.12 [11] program, three-dimensional steady-state heat transfer simulations are performed for each alternative to obtain the surface temperature and TDR of the bottom edge of the glazing. Using the Window/Therm v.6.3 [12, 13] program, the U-factors of the alternatives satisfying the required TDR for Region I are simulated, and the effects of increased local thermal resistance in the glazing edge on the U-factor of the window are analyzed. Among the alternatives satisfying the required TDR for Region I, mock-up tests are performed on the most economical and best-performing alternatives. The TDRs and U-factors from the simulations and mock-up tests are compared to verify the performance of the most economical alternative.
(a) (b) 
Previous Studies and Setup of Alternatives
Many studies have been performed to improve the overall thermal performance of windows and condensation in double-glazed two-track, triple-glazed, or curtain wall system windows. The numerical simulations and experimental methods were mostly used to evaluate the thermal performance of windows [14] [15] [16] [17] , and experimental methods of window's airtightness and thermal insulation performance were performed to find the effect of ventilation on window condensation issues [18, 19] . In order to improve the thermal performance of window, previous studies suggested that the use of secondary glazing on single-glazed and shading control system in double glazing unit to optimize the thermal performance of windows [20, 21] . In Korea, the required insulation level for building envelopes has been significantly strengthened since 2001 [22] . In current Korean apartment buildings, double-glazed polyvinyl chloride (PVC)-framed four-track horizontal sliding windows ( Figure 2 ) are mainly used, and triple-glazed PVC-framed windows are used in some cases [23] . According to previous studies [23, 24] on the status of indoor surface condensation on double-glazed This study considers the double-glazed four-track horizontal sliding windows normally used in apartment buildings and evaluates and verifies various thermal resistance improvement methods for glazing edges to reduce the condensation risk and effectively satisfy the design standard. First, the double-glazed four-track window components vulnerable to condensation and each improvement measure are reviewed; then, alternative window configurations are selected. Using the Physibel TRISCO v.12 [11] program, three-dimensional steady-state heat transfer simulations are performed for each alternative to obtain the surface temperature and TDR of the bottom edge of the glazing. Using the Window/Therm v.6.3 [12, 13] program, the U-factors of the alternatives satisfying the required TDR for Region I are simulated, and the effects of increased local thermal resistance in the glazing edge on the U-factor of the window are analyzed. Among the alternatives satisfying the required TDR for Region I, mock-up tests are performed on the most economical and best-performing alternatives. The TDRs and U-factors from the simulations and mock-up tests are compared to verify the performance of the most economical alternative.
Many studies have been performed to improve the overall thermal performance of windows and condensation in double-glazed two-track, triple-glazed, or curtain wall system windows. The numerical simulations and experimental methods were mostly used to evaluate the thermal performance of windows [14] [15] [16] [17] , and experimental methods of window's airtightness and thermal insulation performance were performed to find the effect of ventilation on window condensation issues [18, 19] . In order to improve the thermal performance of window, previous studies suggested that the use of secondary glazing on single-glazed and shading control system in double glazing unit to optimize the thermal performance of windows [20, 21] . In Korea, the required insulation level for building envelopes has been significantly strengthened since 2001 [22] . In current Korean apartment buildings, double-glazed polyvinyl chloride (PVC)-framed four-track horizontal sliding windows ( Figure 2 ) are mainly used, and triple-glazed PVC-framed windows are used in some cases [23] . According to previous studies [23, 24] on the status of indoor surface condensation on double-glazed four-track windows, condensation mainly occurs at the bottom edge of the glazing of inner windows on tracks 3 and 4, making it difficult to satisfy the design standard. In particular, it was the most difficult to satisfy the design standard at the bottom edge of the glazing (point x in Figure 2 ) of the inner window on track 3, which was located closer to the outdoor side. This glazing edge tends to have a lower indoor surface temperature than other glazing edges due to natural convection in the glazing cavity, and indoor air and heat transfer through the meeting rail where the frames overlap. On the other hand, there were no difficulties in satisfying the design standard for the glazing center and frame.
In a previous study [23] , various measures were suggested to reduce the condensation risk on glazing and the frame (Table 1) , and effective measures (bold items in Table 1 ) were selected through two-dimensional steady-state heat transfer simulations. In the case of glazing, good improvements were obtained through insulating spacers, low-emissivity (low-e) coatings, and argon or krypton gas fillings. For frames, good improvements were achieved through structure and size adjustments. In this study, thermal resistance improvement measures for glazing edges were selected by referring to a previous study [24] . Thermoplastic spacer (TPS), low-e coatings, argon gas fillings, and frame structure and size adjustments were applied to set up alternatives that were combinations of all factors. For the frame structure and size adjustments, the height of the frame overlapping the glazing was extended by 5 mm (Figure 3 ) to compensate for the slim frame for view enhancement. (a) (b) Figure 3 . Concept of frame structure and size adjustment: (a) existing case; (b) alternative (the frame height overlapping the glazing is extended by 5 mm).
Alternative Configurations and Temperature Difference Ratio and U-factor Evaluation Methods

Alternative Configurations
In total, 48 configurations of double-glazed four-track horizontal sliding window (refer to Figure  7a ) were considered in this study. Table 2 lists the specifications of the base model and alternatives for evaluating the TDR and U-factors, and Figure 4 lists the horizontal sections of the meeting rails for the inner windows (windows on tracks 3 and 4 in Figure7a) of each case. The base model (Case 1-0 in Table 2 ) was established as an existing window with inner and outer windows that all have aluminum spacers, 22-mm-thick double glazing (5CL-12Air-5CL), and a 14-mm-high frame overlapping the glazing. Case 2-0 is an alternative in which the TPS insulating spacers replace the aluminum spacers of Case 1-0. Case 3-0 is an alternative in which the Case 2-0 frame height is extended to 19 mm. Cases 1-1 to 1-15, Cases 2-1 to 2-15, and Cases 3-1 to 3-15 were configured as alternatives with a low-e coating and argon gas filling for each case. As detailed in Table 2 and Figure  5 , the alternatives with low-e coating include cases with a single coating on the inner window surface 3 (Cases 1-1, 2-1, and 3-1), a single coating on the outer window surface 3 (Cases 1-2, 2-2, and 3-2), 
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TDR Evaluation Method
Evaluation Overview
In the design standard [9] , the condensation resistance of the window is evaluated as a TDR, which is obtained through measurements using the Korean standard test method of the TDR (KS F 2295) [25] or simulations. The TDR is the relative ratio of the indoor air and surface temperature difference to the indoor and outdoor air temperature difference, with a value between 0 and 1. The TDR is calculated from Equation (1), and the TDR value is rounded down after the third decimal place. A smaller value indicates a lower condensation risk because the degree of decrease in indoor surface temperature is smaller. The TDR is equivalent to the temperature factor subtracted from 1, as specified in ISO 10211 [26] . In a steady-state condition, the TDR remains constant when the thermal resistance remains constant, even if the indoor and outdoor air temperatures change. Therefore, the TDR can be determined by obtaining the indoor surface temperature under certain indoor and outdoor air temperature conditions [27] . (1) where TDR represents the temperature difference ratio, Ti represents the indoor air temperature (°C), Tsi represents the indoor surface temperature (°C), and To represents the outdoor air temperature (°C).
The TDR evaluation points specified in the design standard are shown in Figure 6 , and the allowed maximum TDR at each point in each region is listed in Table 3 . Regions I, II, and III in the design standard are based on the average of the lowest daily outdoor air temperatures in January (i.e., the coldest month), and the country is divided into -20 °C, -15 °C, and -10 °C regions. The TDR evaluation point for the base model and alternatives in this study was set as the bottom edge of the glazing of the inner window closest to the outdoors, as previous studies [23, 24] have shown that this is the most difficult to satisfy the design standard (Section 2). This is point E1 on the window on track 3 in Figure 7a . The evaluation determines whether the required TDR (≤0.22) for Region I was satisfied by the TDR, which was found through Equation (1), using the surface temperature of point E1 obtained from the simulations. 
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Evaluation Overview
In the design standard [9] , the condensation resistance of the window is evaluated as a TDR, which is obtained through measurements using the Korean standard test method of the TDR (KS F 2295) [25] or simulations. The TDR is the relative ratio of the indoor air and surface temperature difference to the indoor and outdoor air temperature difference, with a value between 0 and 1. The TDR is calculated from Equation (1), and the TDR value is rounded down after the third decimal place. A smaller value indicates a lower condensation risk because the degree of decrease in indoor surface temperature is smaller. The TDR is equivalent to the temperature factor subtracted from 1, as specified in ISO 10211 [26] . In a steady-state condition, the TDR remains constant when the thermal resistance remains constant, even if the indoor and outdoor air temperatures change. Therefore, the TDR can be determined by obtaining the indoor surface temperature under certain indoor and outdoor air temperature conditions [27] .
where TDR represents the temperature difference ratio, T i represents the indoor air temperature ( • C), T si represents the indoor surface temperature ( • C), and T o represents the outdoor air temperature ( • C). The TDR evaluation points specified in the design standard are shown in Figure 6 , and the allowed maximum TDR at each point in each region is listed in Table 3 . Regions I, II, and III in the design standard are based on the average of the lowest daily outdoor air temperatures in January (i.e., the coldest month), and the country is divided into -20 • C, -15 • C, and -10 • C regions. The TDR evaluation point for the base model and alternatives in this study was set as the bottom edge of the glazing of the inner window closest to the outdoors, as previous studies [23, 24] have shown that this is the most difficult to satisfy the design standard (Section 2). This is point E1 on the window on track 3 in Figure 7a . The evaluation determines whether the required TDR (≤0.22) for Region I was satisfied by the TDR, which was found through Equation (1), using the surface temperature of point E1 obtained from the simulations. 
Simulation Method
At the bottom edge of the glazing for the TDR evaluation, heat is transferred in three dimensions. Thus, the Physibel TRISCO v.12 [11] program, which can perform three-dimensional steady-state heat transfer simulations with highly accurate calculations for complex-shaped parts, was used. As shown in Figure 7b , the simulated area was the bottom middle part of a window, with a 2000 mm height and width. The simulated model dimensions were a width of 1200 mm and a height of 1100 mm, extending 100 mm from points located 1/4 and 3/4 along the length of the entire window and 1/2 along the height of the entire window according to Accreditation secretariat for window-set simulation guide [28] . By extending 100 mm from the glazing center, it secured a complete heat transfer analysis of the glazing center. The boundary conditions, simulation parameters, and material properties are listed in Tables 4-6, respectively. The temperatures for the indoor and outdoor boundary conditions were set to 25 °C and −20 °C (i.e., the design outdoor air temperature of Region I), respectively, according to the design standard. Point E1 (Figure 7a) , which is the TDR evaluation point, represents the corner where the glazing and frame meet, and heat transfer between the surface and indoor environment is likely to be reduced. The values in ISO 10077-2, Annex E [29] , were used as the surface heat transfer coefficients, as they have been reported to possibly yield more accurate results for window heat transfer simulations [30, 31] . In ISO 10077-2 [29] , the surface resistances were set according to the window cross section shapes and conditions, as in Figure 8a . Accordingly, the indoor surface heat transfer coefficients were set to 7.7 W/m 2 K (hi) for plane surfaces and 5.0 W/m 2 K (hi_reduced) for the edges or junctions between two surfaces, and the outdoor coefficient was set to 25.0 W/m 2 K (ho), as in Table 4 and Figure 8b .
Material properties were set with reference to ISO 10077-2, Annex D [29] and the Window/Therm v.6.3 program library [13] . For the thermal conductivity of the TPS, the experimental value from the accredited testing organization was used. The equivalent thermal conductivities of 
At the bottom edge of the glazing for the TDR evaluation, heat is transferred in three dimensions. Thus, the Physibel TRISCO v.12 [11] program, which can perform three-dimensional steady-state heat transfer simulations with highly accurate calculations for complex-shaped parts, was used. As shown in Figure 7b , the simulated area was the bottom middle part of a window, with a 2000 mm height and width. The simulated model dimensions were a width of 1200 mm and a height of 1100 mm, extending 100 mm from points located 1/4 and 3/4 along the length of the entire window and 1/2 along the height of the entire window according to Accreditation secretariat for window-set simulation guide [28] . By extending 100 mm from the glazing center, it secured a complete heat transfer analysis of the glazing center. The boundary conditions, simulation parameters, and material properties are listed in Tables 4-6, respectively. The temperatures for the indoor and outdoor boundary conditions were set to 25 • C and −20 • C (i.e., the design outdoor air temperature of Region I), respectively, according to the design standard. Point E1 (Figure 7a) , which is the TDR evaluation point, represents the corner where the glazing and frame meet, and heat transfer between the surface and indoor environment is likely to be reduced. The values in ISO 10077-2, Annex E [29] , were used as the surface heat transfer coefficients, as they have been reported to possibly yield more accurate results for window heat transfer simulations [30, 31] . In ISO 10077-2 [29] , the surface resistances were set according to the window cross section shapes and conditions, as in Figure 8a . Accordingly, the indoor surface heat transfer coefficients were set to 7.7 W/m 2 K (h i ) for plane surfaces and 5.0 W/m 2 K (h i_reduced ) for the edges or junctions between two surfaces, and the outdoor coefficient was set to 25.0 W/m 2 K (h o ), as in Table 4 and Figure 8b . the air cavities in the frame and between the inner and outer windows were calculated according to the EQUIMAT conditions [11] . The internal heat transfer was separately calculated for the cavities in the double glazing, which were filled with air or argon according to the TRANSMAT conditions [11] . The conditions used in the calculations conformed to those in ISO 10077-2 [29] and EN 673 [32] . Material properties were set with reference to ISO 10077-2, Annex D [29] and the Window/Therm v.6.3 program library [13] . For the thermal conductivity of the TPS, the experimental value from Energies 2019, 12, 244 9 of 18 the accredited testing organization was used. The equivalent thermal conductivities of the air cavities in the frame and between the inner and outer windows were calculated according to the EQUIMAT conditions [11] . The internal heat transfer was separately calculated for the cavities in the double glazing, which were filled with air or argon according to the TRANSMAT conditions [11] . The conditions used in the calculations conformed to those in ISO 10077-2 [29] and EN 673 [32] . Table 5 . Simulation parameters.
Parameter Value
Maximum number of iteration cycles 5 Maximum number of iterations within each iteration cycle 10,000 Maximum temperature difference within each iteration cycle 0.0001 • C Maximum temperature difference between iteration cycles 0.001 • C Maximum heat flow divergence for a total object 0.001% Maximum heat flow divergence for any node 1% 
U-Factor Evaluation Method
Evaluation Overview
The required window U-factors for each region are specified in the Korean Construction Standard for Energy-efficient Sustainable Residential Buildings [33] . The regions are divided into the Central region, Southern region, and Jeju Island, and the allowed maximum U-factors for windows directly facing the outdoors are 1.0 W/m 2 K, 1.2 W/m 2 K, and 1.6 W/m 2 K, respectively. The cities in Region I all correspond to the Central region of the construction standard; thus, the evaluation focuses on determining whether the U-factor obtained from the simulations satisfies the required Ufactor for the Central region (≤1.0 W/m 2 K).
Simulation Method
The U-factor simulations were performed using the Window/Therm v.6.3 [12, 13] program developed at the Lawrence Berkeley National Laboratory in the United States according to ISO 15099 [34] . In Window/Therm v.6.3, the window U-factor is calculated as the area-weighted average Ufactor of the glazing center, glazing edge, and frame, as shown in Equation (2) [12, 34, 35] :
where , , , and represent the U-factors (W/m 2 K) for the total window, glazing center, glazing edge, and frame, respectively, and , , , and represent the areas (m 2 ) of the total window, glazing center, glazing edge, and frame, respectively.
The window sizes were identical in the U-factor and TDR simulations, with a 2000 mm width and height and this is the standard window size in accordance with KS F 2295 and 2278. The indoor and outdoor boundary conditions are listed in Table 7 . The indoor and outdoor temperatures were 20 °C and 0 °C, respectively, in accordance with KS F 2278 [36] specified in the construction standard. The surface heat transfer coefficients were set to be identical to those in the TDR simulations. The material properties were identical to those in the TDR simulations ( Table 6 ). The window sill, head, and jamb cross sections were identical. The Therm program simulation was performed on the sill and meeting rail (Figure 9 ). 
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TDR and U-factor Evaluation Results
TDR Evaluation Results
The TDR evaluation results for the base model and alternatives are listed in Table 8 . The point E1 (Figure 7a ) temperatures in the base model and alternatives were a minimum of 13.1 °C (Case 1-0) and a maximum of 16.8 °C (Case 3-15), with a difference of 3.7 °C, and the TDR distribution was from 0.20 to 0.29.
For cases with the same glazing configuration, the TDR for Case 2 was an average of 13% lower than that in Case 1, and Case 3 was an average of 18% lower than that in Case 1. Therefore, the use of an insulating spacer is very effective, and extending the frame height is also effective. In regards the TDR according to the glazing configuration in the same cases, low-e coating was often more effective than argon gas filling. Furthermore, in many cases, low-e coating was more effective as a double rather than single coating. For a single coating, the outer windows (on tracks 1 and 2 in Figure  7a ) were more effective than the inner windows (on tracks 3 and 4 in Figure 7 ) because a higher temperature in the air cavity between the inner and outer windows was achieved when a low-e coating was applied to the outer windows than when it was applied to the inner windows. On the other hand, when argon gas filling was used, double filling was more effective than single filling in some cases; however, the difference was not large. For the single filling location, the outer windows were more effective than the inner windows in some cases but, again, the difference was not large because argon gas filling has a lower thermal resistance improvement effect than low-e coating.
In Case 1 (Cases 1-0 to 1-15), with aluminum spacers and the existing frame height, that overlaps the glazing by 14 mm, the TDR distribution was from 0.26 to 0.29. Only the required TDR for Region III (≤0.27) was satisfied by the eight alternatives (Cases 1-2, 1-3, 1-8, 1-9, 1-11, 1-12, 1-14, and 1-15) ; thus, the condensation resistance was inadequate. In Case 2 (Cases 2-0 to 2-15), where the TPS insulating spacer replaced the Case 1 aluminum spacer, the TDR distribution was from 0.22 to 0.26, 
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TDR Evaluation Results
The TDR evaluation results for the base model and alternatives are listed in Table 8 . The point E1 (Figure 7a ) temperatures in the base model and alternatives were a minimum of 13.1 • C (Case 1-0) and a maximum of 16.8 • C (Case 3-15), with a difference of 3.7 • C, and the TDR distribution was from 0.20 to 0.29.
For cases with the same glazing configuration, the TDR for Case 2 was an average of 13% lower than that in Case 1, and Case 3 was an average of 18% lower than that in Case 1. Therefore, the use of an insulating spacer is very effective, and extending the frame height is also effective. In regards the TDR according to the glazing configuration in the same cases, low-e coating was often more effective than argon gas filling. Furthermore, in many cases, low-e coating was more effective as a double rather than single coating. For a single coating, the outer windows (on tracks 1 and 2 in Figure 7a ) were more effective than the inner windows (on tracks 3 and 4 in Figure 7 ) because a higher temperature in the air cavity between the inner and outer windows was achieved when a low-e coating was applied to the outer windows than when it was applied to the inner windows. On the other hand, when argon gas filling was used, double filling was more effective than single filling in some cases; however, the difference was not large. For the single filling location, the outer windows were more effective than the inner windows in some cases but, again, the difference was not large because argon gas filling has a lower thermal resistance improvement effect than low-e coating.
In Case 1 (Cases 1-0 to 1-15), with aluminum spacers and the existing frame height, that overlaps the glazing by 14 mm, the TDR distribution was from 0.26 to 0.29. Only the required TDR for Region III (≤0.27) was satisfied by the eight alternatives (Cases 1-2, 1-3, 1-8, 1-9, 1-11, 1-12, 1-14, and 1-15) ; thus, the condensation resistance was inadequate. In Case 2 (Cases 2-0 to 2-15), where the TPS insulating spacer replaced the Case 1 aluminum spacer, the TDR distribution was from 0.22 to 0.26, with a large improvement compared with Case 1. Five (Cases 2-0, 2-1, and 2-4 through 2-6), eight (Cases 2-2, 2-3, 2-7, 2-8, 2-10, 2-11, 2-13, and 2-14), and three (Cases 2-9, 2-12, and 2-15) alternatives satisfied the required TDRs for Regions III (≤0.27), II (≤0.24), and I (≤0.22), respectively. In Case 3 (Cases 3-0 to [3] [4] [5] [6] [7] [8] [9] [10] [11] [12] [13] [14] [15] , where the height of the frame that overlapped the glazing was extended by 5 mm compared to that in Case 2, the TDR distribution was from 0.20 to 0.25, which was a larger improvement than that in Case 2. Four (Cases 3-0, 3-4 through 3-6), five (Cases 3-1, 3-2, 3-7, 3-8, and 3-10) , and seven (Cases 3-3, 3-9, 3-11 through 3-15) alternatives satisfied the required TDR for Regions III (≤0.27), II (≤0.24), and I (≤0.22), respectively, indicating considerable improvement in condensation resistance.
Hence, an insulating spacer is necessary to satisfy the design standard for Regions I and II, which have design outdoor air temperatures of −20 • C and −15 • C, respectively, and extending the height of the frame overlapping the glazing is also effective. The spacer, which is responsible for functions such as maintaining the air gap between glass panes and acting as a desiccant container, is installed throughout the entire glazing edge; thus, when an aluminum spacer with a very high thermal conductivity is used, it is a major factor in reducing the thermal resistance of the entire glazing edge. Therefore, the use of the insulating spacer can be considered a cost-effective method for satisfying the design standard in Regions I and II, even without double low-e coatings and argon gas fillings which cause large cost increases.
As shown in Figure 10 , if the height of the frame overlapping the glazing is extended, the local thermal resistance is increased, and the heat flow paths are extended, which improves the thermal resistance of the glazing edge. These changes also have the effect of moving the TDR evaluation point closer to the glazing center by the amount that the frame height is extended. The above results show that the frames are excessively slim due to an emphasis on the view and extending the height of the frame overlapping the glazing is a cost-effective method for satisfying the design standard in Regions I and II. satisfied the required TDRs for Regions III (≤0.27), II (≤0.24), and I (≤0.22), respectively. In Case 3 (Cases 3-0 to [3] [4] [5] [6] [7] [8] [9] [10] [11] [12] [13] [14] [15] , where the height of the frame that overlapped the glazing was extended by 5 mm compared to that in Case 2, the TDR distribution was from 0.20 to 0.25, which was a larger improvement than that in Case 2. Four (Cases 3-0, 3-4 through 3-6), five (Cases 3-1, 3-2, 3-7, 3-8 , and 3-10), and seven (Cases 3-3, 3-9, 3-11 through 3-15) alternatives satisfied the required TDR for Regions III (≤0.27), II (≤0.24), and I (≤0.22), respectively, indicating considerable improvement in condensation resistance. Hence, an insulating spacer is necessary to satisfy the design standard for Regions I and II, which have design outdoor air temperatures of −20°C and −15°C, respectively, and extending the height of the frame overlapping the glazing is also effective. The spacer, which is responsible for functions such as maintaining the air gap between glass panes and acting as a desiccant container, is installed throughout the entire glazing edge; thus, when an aluminum spacer with a very high thermal conductivity is used, it is a major factor in reducing the thermal resistance of the entire glazing edge. Therefore, the use of the insulating spacer can be considered a cost-effective method for satisfying the design standard in Regions I and II, even without double low-e coatings and argon gas fillings which cause large cost increases.
As shown in Figure 10 , if the height of the frame overlapping the glazing is extended, the local thermal resistance is increased, and the heat flow paths are extended, which improves the thermal resistance of the glazing edge. These changes also have the effect of moving the TDR evaluation point closer to the glazing center by the amount that the frame height is extended. The above results show that the frames are excessively slim due to an emphasis on the view and extending the height of the frame overlapping the glazing is a cost-effective method for satisfying the design standard in Regions I and II. Table 8 . TDRs and indoor surface temperatures at the glazing edge (E1 in Figure 7a ). satisfied the required TDRs for Regions III (≤0.27), II (≤0.24), and I (≤0.22), respectively. In Case 3 (Cases 3-0 to [3] [4] [5] [6] [7] [8] [9] [10] [11] [12] [13] [14] [15] , where the height of the frame that overlapped the glazing was extended by 5 mm compared to that in Case 2, the TDR distribution was from 0.20 to 0.25, which was a larger improvement than that in Case 2. Four (Cases 3-0, 3-4 through 3-6), five (Cases 3-1, 3-2, 3-7, 3-8 , and 3-10), and seven (Cases 3-3, 3-9, 3-11 through 3-15) alternatives satisfied the required TDR for Regions III (≤0.27), II (≤0.24), and I (≤0.22), respectively, indicating considerable improvement in condensation resistance. Hence, an insulating spacer is necessary to satisfy the design standard for Regions I and II, which have design outdoor air temperatures of −20°C and −15°C, respectively, and extending the height of the frame overlapping the glazing is also effective. The spacer, which is responsible for functions such as maintaining the air gap between glass panes and acting as a desiccant container, is installed throughout the entire glazing edge; thus, when an aluminum spacer with a very high thermal conductivity is used, it is a major factor in reducing the thermal resistance of the entire glazing edge. Therefore, the use of the insulating spacer can be considered a cost-effective method for satisfying the design standard in Regions I and II, even without double low-e coatings and argon gas fillings which cause large cost increases.
Base Low-e Coating Argon Gas Filling Low-e Coating and Argon Gas
As shown in Figure 10 , if the height of the frame overlapping the glazing is extended, the local thermal resistance is increased, and the heat flow paths are extended, which improves the thermal resistance of the glazing edge. These changes also have the effect of moving the TDR evaluation point closer to the glazing center by the amount that the frame height is extended. The above results show that the frames are excessively slim due to an emphasis on the view and extending the height of the frame overlapping the glazing is a cost-effective method for satisfying the design standard in Regions I and II. Table 8 . TDRs and indoor surface temperatures at the glazing edge (E1 in Figure 7a ). Table 9 lists the Ut evaluation results for the 10 alternatives (three in Case 2 and seven in Case 3) that satisfied the required TDR in Region I (≤0.22) . The minimum and maximum Ut values were 0.912 (Case 3-15) and 1.081 W/m 2 K (Case 3-13) , respectively, with a difference of 16%. When the glazing configuration was identical (Cases 2-9 and 3-9, Cases 2-12 and 3-12, and Cases 2-15 and 3-15), the Ut Table 9 lists the U t evaluation results for the 10 alternatives (three in Case 2 and seven in Case 3) that satisfied the required TDR in Region I (≤0.22). The minimum and maximum U t values were 0.912 (Case 3-15) and 1.081 W/m 2 K (Case 3-13), respectively, with a difference of 16%. When the glazing configuration was identical (Cases 2-9 and 3-9, Cases 2-12 and 3-12, and Cases 2-15 and 3-15), the U t in Case 3 was always smaller than that in Case 2, which showed that when the height of the frame overlapping the glazing was extended by 5 mm, the U t was reduced as well. U t was obtained as an area-weighted average of U cg , U eg , and U fr , as in Equation (2). If the frame height overlapping the glazing was extended, the cavity chamber in the frame was also extended and, thus, its thermal resistance was added, which had a positive effect of reducing U eg and U fr . On the other hand, the frame area increased, which had the negative effect of reducing the area of the glazing center with the lowest U-factor. The above results showed that the positive effect from reducing U eg and U fr was larger than the negative effect from reducing the area of the glazing center. Table 10 shows the changes in the areas and U-factors of the glazing center, glazing edge, frame, and total window between Cases 2 and 3. In Table 10 , U eg and U fr represent the area-weighted average values for each U eg and U fr , respectively. 
U-factor Evaluation Results
U-Factor Evaluation Results
gap between glass panes and acting as a desiccant container, is installed throughout the entire glazing edge; thus, when an aluminum spacer with a very high thermal conductivity is used, it is a major factor in reducing the thermal resistance of the entire glazing edge. Therefore, the use of the insulating spacer can be considered a cost-effective method for satisfying the design standard in Regions I and II, even without double low-e coatings and argon gas fillings which cause large cost increases.
As shown in Figure 10 , if the height of the frame overlapping the glazing is extended, the local thermal resistance is increased, and the heat flow paths are extended, which improves the thermal resistance of the glazing edge. These changes also have the effect of moving the TDR evaluation point closer to the glazing center by the amount that the frame height is extended. The above results show that the frames are excessively slim due to an emphasis on the view and extending the height of the frame overlapping the glazing is a cost-effective method for satisfying the design standard in Regions I and II. Table 8 . TDRs and indoor surface temperatures at the glazing edge (E1 in Figure 7a ). 3-10), and seven (Cases 3-3, 3-9, 3-11 through 3-15) alternatives satisfied the required TDR for Regions III (≤0.27), II (≤0.24), and I (≤0.22), respectively, indicating considerable improvement in condensation resistance. Hence, an insulating spacer is necessary to satisfy the design standard for Regions I and II, which have design outdoor air temperatures of −20°C and −15°C, respectively, and extending the height of the frame overlapping the glazing is also effective. The spacer, which is responsible for functions such as maintaining the air gap between glass panes and acting as a desiccant container, is installed throughout the entire glazing edge; thus, when an aluminum spacer with a very high thermal conductivity is used, it is a major factor in reducing the thermal resistance of the entire glazing edge. Therefore, the use of the insulating spacer can be considered a cost-effective method for satisfying the design standard in Regions I and II, even without double low-e coatings and argon gas fillings which cause large cost increases.
As shown in Figure 10 , if the height of the frame overlapping the glazing is extended, the local thermal resistance is increased, and the heat flow paths are extended, which improves the thermal resistance of the glazing edge. These changes also have the effect of moving the TDR evaluation point closer to the glazing center by the amount that the frame height is extended. The above results show that the frames are excessively slim due to an emphasis on the view and extending the height of the frame overlapping the glazing is a cost-effective method for satisfying the design standard in Regions I and II. Table 8 . TDRs and indoor surface temperatures at the glazing edge (E1 in Figure 7a ). The three Case 2 alternatives (Cases 2-9, 2-12, and 2-15) all had U t values satisfying the required U-factor for the Central region (≤1.0 W/m 2 K). Of the seven alternatives of Case 3, the three alternatives (Cases 3-9, 3-12, and 3-15) with the same glazing configuration as that in Case 2 had slightly lower U t values than those in Case 2, which satisfied the required U-factor for the Central region by a slightly larger margin. The other four Case 3 alternatives (Cases 3-3, 3-11, 3-13, and [3] [4] [5] [6] [7] [8] [9] [10] [11] [12] [13] [14] were at a level with a maximum of 0.081 W/m 2 K larger than 1.0 W/m 2 K, which was very close to the required U-factor. As simulations may involve errors, mock-up tests are required to accurately determine whether these four alternatives satisfy the required U-factor of the Central region.
Performance Verification through Mock-up Tests
Mock-up Test Methods
The TDR and U-factor mock-up tests were performed on the most economical alternative of the ten alternatives listed in Table 9 to verify the satisfaction of the required TDR for Region I (≤0.22) and the required U-factor for the Central region (≤1.0 W/m 2 K). Mock-up tests were also performed on the best-performing alternative, and the results were compared with the simulation results to understand the difference trends between the TDR and U-factor simulations and the corresponding mock-up test results. The cost increases due to the increases in low-e coatings and argon gas fillings; therefore, Case 3-11, with low-e coating and argon gas filling on the outer windows only, was the most economical. The best-performing alternative was Case 3-15. Figure 11 shows a photograph of the window mock-ups for the tests. Figure 12a compares the TDR test results and simulation results for the glazing edge (E1 in Figure 7a ) in the most economical alternative (Case 3-11) and best-performing alternative (Case 3-15). For Case 3-11, the mock-up test TDR was 0.01 lower than the simulated TDR; thus, the condensation resistance was slightly better. The mock-up test and simulation TDRs were identical for Case 3-15. Thus, the TDR simulation results were almost identical to the mock-up test results, and the most economical alternative was confirmed to satisfy the TDR required by the design standard for Region I. For reference, the two alternatives satisfied the required TDR for Region I not only at the glazing edge but also at all other points ( Figure 6 ). Figure 12b compares the U-factor test and simulation results for Case 3-11 and Case 3-15. The Ufactors in the mock-up test were lower than those via the simulation for both cases, and the difference was somewhat large for Case 3-15, which was thought to be mainly caused by the difference in surface resistance and due to the use of thermal conductivity cautionary values in simulations and on the stratification phenomenon, which is not considered in the numerical simulation method [14] . The TDR was evaluated according to KS F 2295 [25] , which specifies the specimen size, boundary conditions during the experiment, specimen installation, and measurement methods. The TDR tests were performed in a government-certified testing laboratory (Korea Laboratory Accreditation Scheme) with about 95% expected accuracy of measurement [37] , and the experimental window size was set by KS F 2295 at a width of 2000 mm and a height of 2000 mm, which are the same as the TDR simulation conditions. The TDR test boundary conditions are listed in Table 11 , and the temperature conditions were the same as the TDR simulation conditions. The window surface temperature was measured with T-type thermocouples, with an accuracy of ±0.5 • C. The U-factor was evaluated according to KS F 2278 [36] , which is the Korean standard test method of the thermal resistance for windows and doors. Similar to KS F 2295, it sets the specimen size, boundary conditions during the experiment, specimen installation, and measurement methods. The U-factor tests were performed in the same testing laboratory, and the experimental window size specified in KS F 2278 is identical to that specified in KS F 2295, which are also identical to the U-factor simulation conditions. The U-factor test boundary conditions are listed in Table 12 , and the temperature conditions were identical to the U-factor simulation conditions. Figure 12a compares the TDR test results and simulation results for the glazing edge (E1 in Figure 7a ) in the most economical alternative (Case 3-11) and best-performing alternative (Case 3-15). For Case 3-11, the mock-up test TDR was 0.01 lower than the simulated TDR; thus, the condensation resistance was slightly better. The mock-up test and simulation TDRs were identical for Case 3-15. Thus, the TDR simulation results were almost identical to the mock-up test results, and the most economical alternative was confirmed to satisfy the TDR required by the design standard for Region I. For reference, the two alternatives satisfied the required TDR for Region I not only at the glazing edge but also at all other points ( Figure 6 ). 
Mock-up Test Results Compared with Simulation Results
Conclusions
This study aimed to reduce the condensation risk and effectively satisfy the Korean Design Standard for Preventing Condensation in Apartment Buildings for double-glazed four-track horizontal sliding windows by evaluating and verifying the performances of the alternatives for improving the thermal resistance at the glazing edge. The conclusions are summarized below.
(1) If an insulating spacer is used in an existing window, the temperature difference ratio (TDR) at the glazing edge is improved by 13% on average. If the height of the frame overlapping the glazing is also extended by 5 mm, the TDR is improved by 18% on average. In many cases, a low-e coating is more effective than argon gas filling, with double coating being more effective than single coating. When considering the position of the single coating, placement on the outer window is more effective than that on the inner window. In some cases, argon gas filling is more effective as a double than single filling, and the filling position is more effective on the outer window than that on the inner window; however, the difference is not large.
(2) For Case 1, with an aluminum spacer and no frame height extension, only eight alternatives satisfied the required TDR for Region III (≤0.27; design outdoor air temperature: −10 °C). For Case 2, with an insulating thermoplastic spacer (TPS) instead of an aluminum spacer, five, eight, and three alternatives satisfied the required TDRs for Region III, Region II (≤0.24; design outdoor air temperature: −15°C), and Region I (≤0.22; design outdoor air temperature: −20 °C), respectively. For Case 3, with the height of the frame overlapping the glazing in Case 2 extended by 5 mm, four, five, and seven alternatives satisfied the required TDRs of Regions III, II, and I, respectively; thus, the condensation resistance was improved greatly. Hence, an insulating spacer is necessary to satisfy Regions I and II of the design standard, with cold design outdoor air temperatures of −20 °C and −15 °C, respectively, and extending the height of the frame overlapping the glazing is also effective. These methods were cost-effective for satisfying the design standard in Regions I and II, even without The U-factors in the mock-up test were lower than those via the simulation for both cases, and the difference was somewhat large for Case 3-15, which was thought to be mainly caused by the difference in surface resistance and due to the use of thermal conductivity cautionary values in simulations and on the stratification phenomenon, which is not considered in the numerical simulation method [14] . Therefore, the U-factor simulation results slightly underestimated the thermal resistance of the window compared to those via the mock-up tests, and Case 3-11 satisfied the U-factor required by the construction standard for the Central region. Hence, using an insulating spacer and extending the height of the frame overlapping the glazing are economical methods that not only improve condensation resistance at the glazing edge, but also improve the total window U-factor.
(1) If an insulating spacer is used in an existing window, the temperature difference ratio (TDR) at the glazing edge is improved by 13% on average. If the height of the frame overlapping the glazing is also extended by 5 mm, the TDR is improved by 18% on average. In many cases, a low-e coating is more effective than argon gas filling, with double coating being more effective than single coating.
When considering the position of the single coating, placement on the outer window is more effective than that on the inner window. In some cases, argon gas filling is more effective as a double than single filling, and the filling position is more effective on the outer window than that on the inner window; however, the difference is not large.
(2) For Case 1, with an aluminum spacer and no frame height extension, only eight alternatives satisfied the required TDR for Region III (≤0.27; design outdoor air temperature: −10 • C). For Case 2, with an insulating thermoplastic spacer (TPS) instead of an aluminum spacer, five, eight, and three alternatives satisfied the required TDRs for Region III, Region II (≤0.24; design outdoor air temperature: −15 • C), and Region I (≤0.22; design outdoor air temperature: −20 • C), respectively. For Case 3, with the height of the frame overlapping the glazing in Case 2 extended by 5 mm, four, five, and seven alternatives satisfied the required TDRs of Regions III, II, and I, respectively; thus, the condensation resistance was improved greatly. Hence, an insulating spacer is necessary to satisfy Regions I and II of the design standard, with cold design outdoor air temperatures of −20 • C and −15 • C, respectively, and extending the height of the frame overlapping the glazing is also effective. These methods were cost-effective for satisfying the design standard in Regions I and II, even without double low-e coatings and argon gas fillings, which cause large cost increases.
(3) The U-factor evaluation results for the ten alternatives (three in Case 2 and seven in Case 3) satisfying the Region I TDR showed that for identical glazing configurations, the total window U-factors (U t ) in Case 3 were all smaller than those in Case 2, which indicated that when the height of the frame overlapping the glazing was extended by 5 mm, U t was also reduced. The three alternatives from Case 2 (Cases 2-9, 2-12, and 2-15) all satisfied the required U t for the Central region (≤1.0 W/m 2 K) in the construction standard. Of the seven Case 3 alternatives, three alternatives (Cases 3-9, 3-12, and 3-15) with the same glazing configuration as that in Case 2 had slightly lower U t values than those in Case 2, which satisfied the required U t by a slightly larger margin. The U t values in the other four Case 3 alternatives (Cases 3-3, 3-11, 3-13, and 3-14) exceeded the required U t slightly but were very close. As simulations may involve errors, mock-up tests were necessary to accurately determine the results.
(4) Mock-up tests on the TDRs and U-factors of the most economical (Case 3-11) and best-performing (Case 3-15) alternatives showed that the TDR simulation results were almost identical to the mock-up test results. It was confirmed that the most economical alternative satisfied the Region I TDR of the design standard. In addition, the U-factor simulation results slightly underestimated the thermal resistance of the window compared to the mock-up test results, and the most economical alternative satisfied the Central region U-factor for the construction standard.
The results of this study were determined for a specific frame profile widely used in Korea, and additional examinations may be needed when using a different frame profile. Additionally, the window size was set to a standard test specimen in order to validate and compare the simulation and mock-up test results. Thus, these results may be changed when the window size is assorted from the tested model in practical applications to the built environment. Furthermore, the material properties and boundary conditions in the simulations were derived from primary data widely used internationally. Therefore, the simulation results can be affected if the material properties and boundary conditions are different.
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